REVISIONS
DESCRIPTIONS BY |[DATE |APPROVED

BACKFLOW DEMVICE IS REQUIRED FOR
ALL COMMERCIAL PROJECTS AND ARE
TO BE THE SAME SIZE AS METER

2" (50.8mm) ANGLE STOP
J-1575W

2" (50.8mm) CUSTOM .
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/ J—-2605
4" (101.6mm) ||
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WTH 2° IP TAP
4" C900 (2(’)'3.2mm)
(101.6mm) ( 8" C900
MAIN

AT THE APPROVAL OF THE CITY ENGINEER.
3. THIS DETAIL IS TYPICALLY USED FOR A COMMERCIAL PROJECT.

1. ALL PACK JOINT CONNECTIONS ALSO REQUIRE STAINLESS STEEL INSERTS.
2. PART NUMBERS CALLED ARE JAMES JONES COMPANY AND MAYBE SUBSTITUTED

DRAWN BY: CiTY OF PASO ROBLES
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